Control Strategy for Uninterrupted Microgrid Mode Transfer during Unintentional Islanding Scenarios


Published in:
IEEE Transactions on Industrial Electronics

Document Version:
Peer reviewed version

Queen's University Belfast - Research Portal:
Link to publication record in Queen's University Belfast Research Portal

Publisher rights
© 2017 IEEE. This work is made available online in accordance with the publisher’s policies. Please refer to any applicable terms of use of the publisher.

General rights
Copyright for the publications made accessible via the Queen's University Belfast Research Portal is retained by the author(s) and / or other copyright owners and it is a condition of accessing these publications that users recognise and abide by the legal requirements associated with these rights.

Take down policy
The Research Portal is Queen's institutional repository that provides access to Queen's research output. Every effort has been made to ensure that content in the Research Portal does not infringe any person's rights, or applicable UK laws. If you discover content in the Research Portal that you believe breaches copyright or violates any law, please contact openaccess@qub.ac.uk.
Control Strategy for Uninterrupted Microgrid Mode Transfer during Unintentional Islanding Scenarios

Walid R. Issa, Ahmad H. El Khateb, Senior Member, IEEE, Mohammad A. Abusara, and Tapas K. Mallick, Member, IEEE

Abstract—This paper presents a microgrid control strategy to unify the control topology for energy storage systems (ESS) and renewable energy sources (RES) inverters in an AC microgrid and to protect the microgrid reliability from unintentional islanding instability using control loops which use the DC link voltage as a feedback. This bounds the DC link voltage and provides reliable operation in the microgrid. Simulation validates the proposed control strategy, and experiment results extol the concept.

Index Terms—Microgrids, Energy storage, Renewable energy sources, Control.

I. INTRODUCTION

The main concept of the microgrid is to distribute the energy sources (ES) and to decentralize the control units in order to integrate the renewable energy sources (RES). Microgrid is connected to grid for power exchange or isolated due to maintenance, available power or unintentional islanding scenarios. Islanding mode needs coordinated control to provide accurate power and seamless transfer between grid-connected and islanded mode.

Droop control [1]–[6] regulates the power flow between inverters referring to local measurements. In unintentional islanding, islanding detection takes longer time because the supervisory controller (SC) cannot quickly update the units (Fig. 1). During that time, a controller is needed to preserve the stability and reliability of each unit to achieve seamless mode transfer, which is adopted by many researchers [7]–[20]. A nonlinear sliding-mode voltage controller and adaptive power sharing controller are proposed in [7]. It employs an internal model voltage controller to reduce voltage disturbances but the stability of the DC link voltage is not addressed. A design of virtual inductance and resistance is presented in [8] and [9] to reduce the inrush current during mode transitions. Local phase locked loop (PLL) and virtual inductor [10] frequency/phase synchronization method [11], adaptive droop coefficients control [12], and master/slave communication-based control strategy [13], [14] are all proposed for smooth mode transition. [15] focuses on achieving seamless transitions by having voltage and current sources working mutually in each mode. In [16], the reference power setpoint is defined in advance. However, maximum power point tracking (MPPT) is used for varying resources like photovoltaic (PV) arrays, and reference power is not defined in unintentional islanding [17] due to grid status. The output power of PV array is bounded between zero and maximum power point (MPP) in [18] to implement power curtailment in islanded mode. A dispatch unit is chosen in [19] to facilitate the interconnection with utility and to achieve smooth transition between the operating modes. Furthermore, a hierarchical control is proposed in [20] to simplify the seamless transition. However, DC link stability has not been emphasized. [21] highlights the circulating power flow and emphasize the DC link stability but the microgrid structure does not address the DC converters dynamics. [22] suggests resistor-based DC voltage damping method. However, the resistor can not limit the DC voltage in all cases.

This paper presents a DC link voltage loop to unify the control schemes. A control scheme is implemented for power management and small signal model (SSM) is developed to assess the stability. Section II of this paper presents circulating power flow between distributed generators (DGs). The proposed topology is shown in section III. DC/AC and DC/DC control loops are illustrated subsequently in sections IV and V. Sections VI and VII present simulation and experiment, whereas section VIII draws conclusions.

II. CIRCULATING POWER FLOW BETWEEN DGs

The common power management topology [23]–[26] sets the inverter as an AC source to control the frequency and voltage, whereas the DC/DC converter works as a DC source to control voltage across the DC link capacitor. On the other hand, RES inverter works as an AC current source to generate the available power and inject it to the grid. RES DC/DC converter is set as a DC current source to inject power to
the DC link capacitor. Nevertheless, the ESS and RES have different control operation in both grid-connected and islanded mode. To overcome the circulating power flow, additional DC link voltage loop is required including the droop controller that works intermittently to save the inverter [21]. Therefore, the need for an outer DC link voltage loop including the droop control loop is necessary for reliable operation especially during unintentional islanding. Thus, all units adopt the control scheme and additional control loop is added to guarantee the stability and seamless transfer. In grid-connected mode, multi-inverters generate different power setpoints (sent by SC). The output frequency, $\omega$, and voltage, $V$, are as in (1) and (2):

$$\omega = \omega_o + m(P_{ref} - F(s)P)$$  \hspace{1cm} (1)

$$V = V_o + n(Q_{ref} - F(s)Q)$$  \hspace{1cm} (2)

where $\omega_o$ and $V_o$ are the nominal output voltage and frequency, $m$ and $n$ are the active and reactive power droop gains, $P_{ref}, Q_{ref}$ are calculated after the filter shown in (3):

$$F(s) = 1/(\tau s + 1)$$  \hspace{1cm} (3)

where $\tau$ is the time constant. AC microgrid frequency is linked to the grid ($\omega_{grid}$) which equals to the nominal frequency ($\omega_o$) and the inverters generate different power values in grid-connected mode. However, in case of grid loss, the bus frequency shifts to a new steady state value ($\omega_{island}$) according to the DGs power references and loads (assuming a neglected network losses) [21] to be as in (4):

$$\omega_{island} = \omega_o - \frac{m}{2}(P_L - \sum_{i=0}^{n} P_{ref})$$  \hspace{1cm} (4)

where $n$ is the inverters number. (4) illustrates that as if the load is more than the setpoint of power, the islanding frequency will be less than the grid frequency, otherwise it will be greater than the grid frequency. The latter shifts the output power of each unit to another value and makes the units of lower $P_{ref}$ importing power. The bidirectional power flow through the inverters alters the DC link voltage whereas it acts as an external disturbance in the ES DC voltage control loop. This circulating power increases the DC link voltage and causes inverter shutdown.

The buck/boost controller aims to reduce the injected current to the DC link capacitor if the DC link voltage rises and the ESS has ability to reverse the current flow and switch to charging mode. However, the RES, gas-turbine and fuel cells would reduce the DC/DC current output, but as the minimum limit is zero, they can not absorb the current. As a result, the surplus DC link voltage will eventually trip the unit off.

III. PROPOSED MICROGRID CONTROL TOPOLOGY

In Fig. 2, all ES are chosen to work as DC current sources. The inverters regulate the DC link voltages and balance the power between the DC and AC sides using PI controller to dictate the droop control. For PV, MPPT is used to control the output current whereas the battery power setpoints are received from SC and accordingly it controls the output discharging current or receives an outer SOC controller.

A. MPPT Power shifter

In grid-connected mode, MPPT injects the maximum available power to the grid. Nevertheless, the transient circulating power during unintentional islanding might pass through the PV inverter and charge the capacitor. To immune the DC link voltage from a detrimental rising, MPPT requires an extra loop to handle the DC link voltage variation for MPP shift. Also, MPPT power shifter is used in islanded mode when the generated power is more than the demand. Therefore, enabling/disabling MPPT power shifter is subject to the DC link voltage value or to SC command.
B. ESS control

Since AC bus voltage and frequency are fixed in grid-connected mode, ESS-based DG works as AC current source receiving the reference value from SC by the communication means. The reference value through the power loop (switch a in Fig. 2) controls the DC/DC converter output current while the DC voltage is fixed by the inverter regulation loop. In normal islanded mode, the ESS module takes the master control of the bus frequency and voltage. The reactive power droop control is used to maintain the AC bus voltage. On the other hand, the active power droop control regulates the DC link voltage and the frequency regulation is implemented by controlling the DC current as in Fig. 2 (switch b).

The intentional switching between both modes is performed by SC. However, under unintentional islanding, this command can be overridden by local protection algorithm (switch c) until the SC updates its settings in order to eliminate the circulating power and mitigate the risk of unit trip. In islanded mode, the ES is driven locally by the frequency regulation loop. The DC link voltage dictates the current in the protection mode when \( v_{dc} \) exceeds the defined threshold. Finally, it dominates the control until receiving an update from SC. In all modes, the inverter acts as a AC voltage source in DC side and as a DC voltage-driven current in AC side. The DC link voltage regulation loop is activated at the time of microgrid connection after synchronization.

IV. DC/AC CONTROL LOOP DESIGN

Small signal analysis is carried out around operating points. Output voltage controller and the ES inner current control loop, in Fig. 2, are assumed to be unity. DC/AC side control loops are studied and they are similar for both PV and battery units.
B. Inverter's DC link voltage regulator

The inverter regulates the DC link voltage using frequency droop control (Fig. 2). Thus, the DC voltage regulator is an outer loop of the power loop controller. The DC link capacitor energy $E$ is calculated in (17):

$$E = C_{dc}V_{dc}^2/2$$

where $C_{dc}$ and $V_{dc}$ are the DC link capacitor and voltage respectively. Perturbing $E$, (18) obtains the linearized form:

$$\Delta E = C_{dc}V_{dc}^eq\Delta v_{dc}$$

where $V_{dc}^eq$ is the equilibrium DC voltage point and $\Delta v_{dc}$ is small DC link voltage variation around $V_{dc}^eq$. Considering that $s\Delta E = \Delta P$ then (18) is rewritten as in (19):

$$\Delta v_{dc} = \Delta P/(sC_{dc}V_{dc}^eq) = G_{dc}(s)\Delta P$$

The SSM of the DC link voltage regulator leads to the characteristic equation shown in (20):

$$1 + PI_{dc}(s)G_{pv}(s)G_{dc}(s) = 0$$

where $PI_{dc}(s)$ is the PI controller transfer function. The small signal DC link voltage response was compared to the average model response built in Matlab as shown in Fig. 4a against step input (750-770V) which confirms the validity of the developed model. The PI gains are chosen such that the dynamic response of the DC link voltage regulator is slower than the inner power flow controller in order to decouple the two controller’s dynamics. The root locus of the DC link voltage loop is shown in Fig. 4b. Group (i) denotes the poles trajectory when the proportional gain $k_{p,dc}$ is varying from 0 to 100 whereas group (ii) indicates the poles trajectory when the integral gain $k_{i,dc}$ is varying from 0 to 100 and group (iii) locates the power sharing loop poles when the droop gain $m = 0.85 \times 10^{-4}$ in order to choose relatively slower modes for the DC regulator. The proportional and integral gains $k_{p,dc}$ and $k_{i,dc}$ are chosen to be 25 and 60 respectively.

V. DC/DC CONTROL LOOP DESIGN

This section individually studies the design of DC/DC control loop design of PV and battery units shown in Fig. 2.

A. PV MPPT shifter

In PV power control loop, the inner DC/DC converter’s loop dynamics is fast to be assumed unity considering the outer loop. Due to the nonlinear PV output power, the function $P_{PV}(v_{PV})$ can be approximated around the operating point where $\beta_{PV}$ represents the slope of line. The characteristic equation is derived as shown in (21):

$$s + \frac{P_{PV,PS}\beta_{PV}}{C_{dc}V_{dc}^eq} = 0$$

where $P_{PV,PS}$ is the proportional controller. The characteristic equation is first order differential equation with time constant $C_{dc}V_{dc}^eq/P_{PV,PS}\beta_{PV}$ chosen to be 4ms; slower compared to the inner loops (0.86ms settling time [28]).

B. ESS Grid-connected mode controller

The ESS control loop dictates the output power of the battery in grid-connected mode according to the SC commands. The current controller can be designed to have wide bandwidth and behaves as unity. This loop disturbs the equilibrium of the DC voltage regulator, hence, the inverter will react to achieve the balance by generating or absorbing power. The SSM was validated versus the average model as shown in Fig. 5 which reveals high agreement when a step power input from 500 to 550W occurs. The open loop transfer function of the ESS power control loop is calculated as shown in (22):

$$G_{ESS,GC} = \frac{PI_p(s)G_{DC}(s)F(s)}{sC_{dc}G_{dc}(s)}$$

The PI controller gains are designed ($k_{p,p} = 0.001$ and $k_{i,p} = 0.01$) to give 15.3rad/s bandwidth which is lower than the inner loop (24rad/s) to provide acceptable stability room for gain margin (16.0dB) and phase margin (108deg) as shown in the bode plot in Fig. 5.

C. ESS islanded mode controller

The control loop in this mode masters the AC bus voltage and frequency by setting the inner converter current loop. The PI controller is used as a frequency regulator. Similarly, the
SSM is built and the root locus is implemented as shown in Fig. 6 zooming the dominant poles. The integral gain does not significantly affect the dynamics whereas the proportional gain increment provides more damping over the tested range values. The PI controller gains are designed ($k_p = 10$, $k_i = 25$) to give slower response than the inner loop.

D. ESS unintentional islanding protective mode control

Protective control loop is active once the DC link voltage is beyond the triggering limits. This happens during the transient response of the inverter’s DC voltage regulator. The DC link will be limited by the protective control loop while the inverter DC voltage regulator’s output current will be treated as a disturbance input. P controller is chosen since the aim of this loop is limitation. Thus, the steady state error is not a concern during the unintentional islanding. The model is first order transfer function and the $k_{dc,pro}$ gain is chosen to be 0.1 giving response time constant as 12ms.

VI. SIMULATION RESULTS

A two-unit microgrid is simulated using Matlab/Simulink to validate the performance. This microgrid consists of PV and battery units. The parameters are listed in Table I. The performance has been tested in both grid-connected and islanded mode during unintentional islanding. In grid-connected mode, the PV generates MPPT reference and the battery generates reference sent by SC. Fig. 7a shows the output currents with the grid current and PCC voltage whereas Fig. 7b shows the output active power, DC link voltages, and the bus frequency. At $t = 3s$, the battery reference was changed by the SC from 1000 to 5000W and at $t = 5s$ the PV power reduced from 800 to 3000W. In islanded mode, Fig. 8a shows the output currents, load current and voltage when the load is changed from 1500W to 10000W at $t = 3s$ and from 10000W to 0W at $t = 5s$. The battery absorbs PV generated power autonomously as Fig. 8b shows the active power, frequency and DC link voltages. The function of the proposed topology against unintentional islanding cases is assessed by the circulating power figures between the inverters when grid is lost and $P_L = 0$.

A. When $P_{Battery} > P_{PV}$

The battery unit discharges its power into the grid. In grid-connected mode, the battery is generating 8000W while PV power was 4000W. Fig. 9a shows the output currents, load current and voltage when the load is changed from 1500W to 10000W at $t = 3s$ and from 10000W to 0W at $t = 5s$. The battery absorbs PV generated power autonomously as Fig. 9b shows the active power, frequency and DC link voltages. The function of the proposed topology against unintentional islanding cases is assessed by the circulating power figures between the inverters when grid is lost and $P_L = 0$.

B. When $P_{ESS} < P_{RES}$

The PV maximum power is 4000W exported to the grid. The battery is discharging 2000W in grid-connected mode. At $t = 3s$, the grid is lost and the transient circulating power flows from PV to battery shown in Fig. 10a. However, the control loop of the battery regulates output power at its setpoint because the islanding has not been detected yet. As a result, the excess power circulates between the units and raising the DC voltage. The PV power shifter acts immediately against this transient by reducing the PV generated power. However, the protection mode in battery module is waiting

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>$X$</td>
<td>1mH</td>
<td>$k_{i,p}$</td>
<td>0.001</td>
</tr>
<tr>
<td>$R$</td>
<td>0.08Ω</td>
<td>$k_{p,p}$</td>
<td>0.01</td>
</tr>
<tr>
<td>$k_{i,dc}$</td>
<td>60</td>
<td>$k_{p,dc}$</td>
<td>10</td>
</tr>
<tr>
<td>$k_{p,dc}$</td>
<td>25</td>
<td>$k_{dc,pro}$</td>
<td>25</td>
</tr>
<tr>
<td>$m$</td>
<td>$8.5 \times 10^{-3}$</td>
<td>$v_{dc,th}$</td>
<td>820V</td>
</tr>
<tr>
<td>$n$</td>
<td>$8.5 \times 10^{-4}$</td>
<td>$V$</td>
<td>220V</td>
</tr>
<tr>
<td>$\tau$</td>
<td>$5 \times 10^{-3}$</td>
<td>$\omega$</td>
<td>$2\pi \times 50$</td>
</tr>
</tbody>
</table>
for the trigger signal when DC voltage becomes greater than 820V. At \( t = 3.3 \text{s} \), the latter is activated automatically and the DC voltage regulation loop is in operation. The DC voltages of the units are settled at 750V and the circulating power is eliminated as shown in Fig. 10b.

\section*{C. When Battery is charging}

In Fig. 11, the PV power is 400W exported to grid. The battery is charging 200W in grid-connected mode. At \( t = 3 \text{s} \), the grid is lost and the transient circulating power flows from PV to battery. The control loop of the battery regulates output power and its setpoint before the islanding detection. As a result, the excess power circulates between the units and raising the DC voltages. PV power shifter acts immediately by reducing the PV generated power. However, the DC voltage of the battery unit does not reach the threshold (820V) and the protection loop is not activated. This reveals that the power shifter action is enough to bound the DC voltages and eliminate the circulating power.

\section*{VII. EXPERIMENT IMPLEMENTATION}

A prototype has been used including two inverters and DC/DC converters. The energy sources are lead-acid battery and PV simulator. The control algorithms are realized by OPAL-RT. The first DC/DC converter was designed for bidirectional operation on charging and discharging modes whereas the second was designed as a boost converter with MPPT controller. The inner loops are shown in Fig. 12. The parameters are listed in Table II. The validity of the topology against unintentional islanding is examined by the same simulation cases. The test revealed the DC link voltage stability, the frequency regulation, and power flow between the inverters.

In Fig. 13a, the output power response is shown in islanded mode when 150W load at \( t = 69 \text{s} \) was engaged and another 150W at \( t = 93 \text{s} \) was engaged, then both were disconnected at 122s. After the detection of grid loss, the SC managed power sharing, the SOC control, the charging and discharging modes or the PV power curtailment by the communication means. Fig. 13b illustrates the power response, DC link voltage and frequency in islanded mode when the SC curtails PV power from 100W to 70W then to 50W.

Fig. 14a shows the experiment results when the battery module, in grid-connected mode, was generating 130W while the PV module was generating 100W. At \( t = 5 \text{s} \), the grid was lost and the PV voltage rises. The power shifter reduced the power but it was not enough to bound the voltage. Consequently, circulating power flowed between inverters (\( t = 5 - 5.2 \text{s} \)) charging the DC link capacitors toward the trip limits. However, the protection loop was activated automatically at 5.2s when the DC voltage exceeded 270V. This converted the battery to charging mode in order to absorb the PV power. Islanding detection was done manually at \( t = 13 \text{s} \) to show the performance of the controllers over longer time. The frequency was regulated in islanded mode and the results confirm simulation expectations. The frequency response exceeded the 70Hz whereas the frequency is subject to the power imbalances in the microgrid as stated in (4). Practically, according to IEEE standards, only 2% is allowed and, here, the designer can switch to island mode (switch b).

\begin{figure}[h]
\centering
\includegraphics[width=0.4\linewidth]{fig11}
\caption{Simulation results when battery is charging (a) PCC voltage, inverter output and grid current, (b) output active power and DC link voltage.}
\end{figure}

\begin{figure}[h]
\centering
\includegraphics[width=0.4\linewidth]{fig12}
\caption{Schematic diagram for voltage/current controller.}
\end{figure}

\begin{figure}[h]
\centering
\includegraphics[width=0.4\linewidth]{fig13}
\caption{Experiment results (a) under load changes in islanded mode, (b) when SC curtails the PV power operation.}
\end{figure}
as it is one of the islanding detection techniques. However, the droop gains also can be selected smaller to reduce the frequency rise. In this paper, we chose to neglect the frequency rise just to validate the proposed protection mode operation.

In the second case, the battery and PV modules were generating 100W and 50W, respectively, as in Fig. 14b. At \( t = 3s \), the grid was lost and the power flowed between the inverters. The proposed controller bounded the DC link voltages and saved the system from instability. The frequency loop regulation was enabled at \( t = 13s \) when the islanding was detected. In Fig. 14c, the battery module was in charging mode of 70W. After the grid lost at \( t = 3s \), the DC link voltage of the PV raised and the PV power shifter reduced the generated power. However, the battery module DC voltage was under the threshold value (270V) and the frequency loop was enabled at \( t = 13s \) to work in islanded mode.

### VIII. CONCLUSION

A control scheme structure for microgrid deploying battery-based ESS and PV-based RES is proposed in this paper. The new strategy aims to unify the control loops for all inverters in each mode of operation and for different energy sources to be DC voltage regulators. This structure immunizes the stability of the DC link voltage states and the overall reliability of the microgrid versus any sudden unplanned islanding. The control scheme was analyzed and tested by simulation and experiment. The limitation of the circulating current during the transition from grid-connected mode to islanded mode is achieved by the modes of ESS which is eventually supporting a smooth mode transfer and saving the DGs from any potential trip. However, the limitation of the proposed controller is the tradeoff between the selection of the frequency regulator gains and the frequency response which might exceed the standard limits. On the other hand, if the gains are selected to be high, this might destabilize the system. Furthermore, in high overshoot cases, the system switches to the protection mode which increases the transient damping from the DC converter side, but a low pass filter can be used to smooth the voltage.

### REFERENCES


---

<table>
<thead>
<tr>
<th>Parameter</th>
<th>Value</th>
<th>Parameter</th>
<th>Value</th>
</tr>
</thead>
<tbody>
<tr>
<td>( L_1 )</td>
<td>2mH</td>
<td>( k_c )</td>
<td>( 5 \times 10^{-3} )</td>
</tr>
<tr>
<td>( C )</td>
<td>25( \mu )F</td>
<td>( k_v )</td>
<td>1</td>
</tr>
<tr>
<td>( \omega )</td>
<td>2( \pi \times 50 )</td>
<td>( L_v )</td>
<td>8mH</td>
</tr>
<tr>
<td>( C_{dc} )</td>
<td>1100( \mu )F</td>
<td>( m )</td>
<td>0.1</td>
</tr>
<tr>
<td>( L_{DC} )</td>
<td>0.8mH</td>
<td>( n )</td>
<td>0.05</td>
</tr>
<tr>
<td>( V_{bat} )</td>
<td>125V</td>
<td>( k_{i_{dc}} )</td>
<td>2</td>
</tr>
<tr>
<td>( V_{pv} )</td>
<td>110V</td>
<td>( k_{i_{pp}} )</td>
<td>200</td>
</tr>
<tr>
<td>( k_{p_{bat}} )</td>
<td>5 \times 10^{-3}</td>
<td>( \tau )</td>
<td>0.5</td>
</tr>
<tr>
<td>( k_{i_{bat}} )</td>
<td>1</td>
<td>( 5 \times 10^{-3} )</td>
<td></td>
</tr>
<tr>
<td>( k_{p_{ppv}} )</td>
<td>( k_{i_{pp}} )</td>
<td>( 5 \times 10^{-3} )</td>
<td></td>
</tr>
<tr>
<td>( k_{p_{pv}} )</td>
<td>250</td>
<td>( k_{i_{pv}} )</td>
<td>0.1</td>
</tr>
<tr>
<td>( k_{p_{ps}} )</td>
<td>0.05</td>
<td>( k_{dc_{ps}} )</td>
<td>1</td>
</tr>
<tr>
<td>( k_{ps_{ps}} )</td>
<td>1</td>
<td>( v_{dc_{th}} )</td>
<td>270</td>
</tr>
</tbody>
</table>
Ahmad H. El Khateb (M’10-SM’17) received the BEng. and MSc. degrees from the Islamic University of Gaza, Palestine, in 2005 and 2007, respectively, and the Ph.D. degree in electrical engineering from University of Malaya, Kuala Lumpur, Malaysia, in 2013.

He is currently a Lecturer in Power Electronics with Energy Power and Intelligent Control (EPIC) research cluster, School of Electronics, Electrical Engineering and Computer Science (EEECS) at Queen’s University Belfast, United Kingdom. His main research interests include power electronics, digital control, DC/DC converters, photovoltaic power generation, and grid integration.

Mohammad A. Abusara received his BEng degree from Birzeit University, Palestine, in 2000 and his PhD degree from the University of Southampton, UK, in 2004, both in Electrical Engineering.

He is currently a Senior Lecturer in Renewable Energy at the University of Exeter, UK. He has over ten years of industrial experience with Bowman Power Group, Southampton, UK, in the field of research and development of digital control of power electronics. During his years in industry, he designed and prototyped a number of commercial products that include grid and parallel connected inverters, microgrid, DC/DC converters for hybrid vehicles, and sensorless drives for high speed permanent magnet machines.

Tapas K. Mallick (M’15) received the Ph.D. degree from Ulster University, Coleraine, U.K. in 2003.

From 2007 to 2012, he was a Lecturer with Heriot-Watt University, Edinburgh, U.K. He is currently a Professor of renewable energy and Chair in Clean Technologies with the Environment and Sustainability Institute of the University of Exeter, Penryn, U.K. His research interests include renewable energies, concentrating photovoltaics, building integrated photovoltaics, integration of renewables, heat transfer, optics, and electrical modeling.

Walid R. Issa received his B.Sc. and M.Sc. degrees in electrical engineering from Islamic University of Gaza (IUG), Palestine, in 2007 and 2011, respectively; and his PhD in Renewable Energy from University of Exeter, UK in 2015.

He is currently working as a lecturer at Sheffield Hallam University (SHU), UK. His main research interests include power electronics, digital control, DC/AC and DC/DC converters, microgrids and smart buildings.

Mohammed A. Abusara